ROAD BORE CASING DETAIL

NOTES:

1. BORING METHOD AND DETAILS MUST FIRST BE APPROVED BY THE ENGINEER BEFORE STARTING.
2. CASING DESIGN SHALL BE APPROVED BY ENGINEER.
3. ONLY APPROVED PRE-FAB BLOCKING SHALL BE USED.
4. BLOCKING LOCATION SHALL NOT BLOCK VENT/FILL PIPE OPENING.
5. FOR SANITARY SEWER, PLACE BLOCKING 6' O/C MAX ALONG PIPE.
6. WATERLINE, PLACE BLOCKING 10' O/C MAX ALONG PIPE.
7. FOR SANITARY SEWER, EXTEND VENT/FILL PIPE 30' ABOVE SURFACE WITH 180° ELBOW & BIRD SCREEN, PAINT GREEN.
8. FOR WATERLINE, REMOVE VENT/FILL PIPE AT CASING AFTER FILLING AND PLUG.